three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

16

one eighth inch = one foot
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. FIRST FLOOR SECURITY ROOM
FIRST FLOOR ELECTRICAL ROOM PLAN #1B-178 "7, Z\\ #1B-403 AND TELECOMM. ROOM #1B-404
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B = G1. CLOSELY COORDINATE EXACT LOCATION OF ALL OUTLETS WITH ARCHITECTURAL ELEVATIONS.
Surg. Serv. 1 ADJUST LOCATIONS AND/OR MOUNTING HEIGHTS WHERE NECESSARY TO AVOID INTERFERENCE
WITH FURNITURE, FIXED CASEWORK, EQUIPMENT, ETC. VERIFY ALL CHANGES PRIOR TO
? ke ROUGH—IN. PROVIDE NEW UPDATED, TYPED PANELBOARD SCHEDULES FOR ALL PANELBOARDS
. MODIFIED DURING CONSTRUCTION.
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# G2. SHARED NEUTRALS ARE NOT PERMITTED FOR BRANCH CIRCUITS EXCEPT WHERE FEEDING
xsBN HXSBN WXSBE NXSE PRE—WIRED FURNITURE WITH MULTI-WIRE CIRCUITS.
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POWER PLAN CODED NOTES:
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CONNECT NEW AUTODOOR OPERATOR COMPLETE TO 120V LIFE SAFETY PANELBOARD ’LF11LS’
CIRCUIT AS INDICATED VIA 3/4"C — 2#10 AND 1#10EG PER MANUFACTURER’S WIRING
DIAGRAMS. COORDINATE AUTODOOR OPERATION WITH SECURITY SYSTEM SUCH THAT AUTODOOR
INTERFACES WITH SECURITY DEVICES AT DOOR LOCATION. EXTEND CIRCUIT TO LATCH
RETRACTION/ELECTRIC STRIKE POWER SUPPLIES WHERE NECESSARY. REFER TO PARTIAL FIRST
FLOOR TECHNOLOGY PLAN FOR DOOR SECURITY LOCATIONS AND INFORMATION. D

{0 BSB1E BSH!

B ESBTH ESB1EH ESB1H BSB1H @&
Corridor

1C404A Elec 1 \Elecz
[1B403A [1B4038" LF11CR-23
7 20 Corridor
= -
= 1C-403
ZS6m BXSEN EXSEE EXS! (SBER WXSRE-—Bxse® BXSEH BXSEN WXSBE WXSBI \H EXSBE EXSBE EXSB
-

|
2 O

,_,.Z.@u

XL XL

E&

-
-

1B-456

SPLICE BOX ABOVE FINISHED CEILING FOR CIRCUITS FROM DEMOLISHED PANEL RH12 TO BE
REFED BY AVAILABLE CIRCUITS IN PANELBOARDS "RF11CR” AND "LF11CR”" IN ELECTRICAL
ROOM 1B—178.. REFER TO "BRANCH CIRCUIT RECONNECTION TABLE” FOR ADDITIONAL
INFORMATION AND WORK REQUIREMENTS.
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APPROXIMATE NEW LOCATION OF EXISTING DUPLEX RECEPTACLE OR FURNITURE FEED.
COORDINATE EXACT LOCATION WITH VAMC COTR. SPLICE AND EXTEND EXISTING CIRCUITS AS
NECESSARY TO ACCOMMODATE NEW LOCATION AND RECONNECT COMPLETE PER
MANUFACTURER’S WIRING DIAGRAMS.

Corridor

fem]

VERIFY EXACT MOUNTING HEIGHT AND LOCATION WITH ARCHITECT PRIOR TO ROUGH-—IN.
INSTALL ADJACENT TO CATV BROADBAND OUTLET.

ROUTE 120V NORMAL POWER CIRCUIT FROM ABOVE FIRST FLOOR FINISHED CEILING DOWN
NEAREST STUD WALL TO BELOW FIRST FLOOR AND OVER TO FIRE—RATED FLOOR BOX.
CONNECT FLOOR BOX COMPLETE TO CIRCUIT INDICATED.

S
BN BXSBE BXSHEA B XSER|EXS

=

EXHAUST FAN "EF—1" — 1/3HP — 120V. APPROXIMATE LOCATION OF EXHAUST FAN ON
ROOF. COORDINATE EXACT LOCATION WITH M.C. CONNECT UNIT COMPLETE TO CIRCUIT
INDICATED VIA 3/4"C — 2#12 AND 1#12EG PER MANUFACTURER'S WIRING DIAGRAMS.

PROVIDE 120V—-1¢ CIRCUIT ABOVE FINISHED CEILING FOR CONNECTION TO VAV BOX.

COORDINATE LOCATION OF VAV BOXES WITH MC AND CONNECT COMPLETE TO CIRCUIT
INDICATED VIA 3/4"C — 2#12 AND 1#12EG PER MANUFACTURER'S WIRING DIAGRAMS. E
TYPICAL FOR ALL VAV BOXES WITHIN THE SCOPE OF THIS PROJECT.
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TMS EQUIPMENT — PROVIDE JUNCTION BOX OR RECEPTACLE FOR TMS EQUIPMENT POWER
FEED. VERIFY VOLTAGE AND RECEPTACLE REQUIREMENTS WITH OWNER PRIOR TO ROUGH-IN.

COORDINATE WORK IN CORRIDORS #1C—403 AND #1C—404 WITH CONSTRUCTION SCHEDULE
AS DEFINED ON ARCHITECTURAL PLANS. TEMPORARILY CONNECT ELECTRICAL CIRCUITS IN THIS

CORRIDOR TO PANELBOARDS IN ELECTRICAL ROOM #1B—178 UNTIL COMPLETION OF NEW
ELECTRICAL CLOSET #1B—570E.
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// ] PROVIDE 120V NORMAL POWER VIA CIRCUIT INDICATED FOR AUTOMATIC TOILET AND SINK
. ﬁ% U CONTROLS. CONTROLS AND LOW-VOLTAGE TRANSFORMER SHALL BE PROVIDED BY MC.
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, COORDINATE EXACT LOCATION WITH MC PRIOR TO ROUGH-IN. TYPICAL OF ALL TOILET ROOMS.

PROVIDE 120V—-1¢ CRITICAL POWER CIRCUIT AS INDICATED ABOVE FINISHED CEILING VIA
3/4°C — 2#12 AND 1#12EG FOR CONNECTION TO NURSE CALL POWER SUPPLY. REFER TO
TECHNOLOGY PLANS FOR ADDITIONAL INFORMATION AND WORK REQUIREMENTS.

PROVIDE 120V—-1¢ LIFE SAFETY POWER CIRCUIT AS INDICATED VIA 3/4"C — 2#12 AND

1#12EG FOR CONNECTION TO NEW PAGING AMPLIFIER. REFER TO TECHNOLOGY PLANS FOR
ADDITIONAL INFORMATION AND WORK REQUIREMENTS.
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PROVIDE 120V—-1¢ EMERGENCY CRITICAL POWER CIRCUIT AS INDICATED VIA 3/4"C — 2#12

AND 1#12EG FOR CONNECTION TO SECURITY SYSTEM POWER SUPPLY. REFER TO F
TECHNOLOGY PLANS FOR ADDITIONAL INFORMATION AND WORK REQUIREMENTS.

II>_<F13CR )

M #1B—403 A

#1B—404 w

J >, PROVIDE JUNCTION BOX WITH 120V LIFE SAFETY PANELBOARD ‘LF11LS’ CIRCUIT AS INDICATED
et el Iy VIA 3/4"C — 2#10 AND 1#10EG ABOVE PER MANUFACTURER'S WIRING DIAGRAMS FOR
ELECTRIC STRIKE POWER SUPPLY. REFER TO PARTIAL FIRST FLOOR TECHNOLOGY PLAN FOR
: DOOR SECURITY LOCATIONS AND INFORMATION.
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COORDINATE EXACT LOCATION OF RECEPTACLES IN MENTAL HEALTH CLERK OFFICE WITH VA
COTR PRIOR TO ROUGH-IN.
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PARTIAL FIRST FLOOR POWER PLAN 1
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